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Gateway Module
Power Distribution Unit - PDU 5.0

Installation Scenario

No Yes

No Yes

Gateway Module
(Connected to IP)

DHCP
used?

IP-address 
known?

Use NFC scan via 
PDU Display-app 

(identification tab)

Add connection in 
EnerTree Platform

via Settings => 
Connections => Add 

connection

PDU 5.0 Video EnerTree Platform Software PDU 5.0 User Manual 1.07 EnerTree User Manual 1.12PDU Display App Catalogue PDU 5.0 Catalogue  Brackets

EnerTree Platform
Virtual Machine

More than 1 
Gateway Module?

No Yes

Static fallback IP
169.254.1.10

USB configuration 
“follow the steps 

and download file”

Platform
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